In electric power systems, there are always power quality disturbances (PQDs). Usually, noise contamination interferes with their detection and classification. Common methods perform frequency or time-frequency analyses on the power distribution signal for detecting and classifying a limited number of PQDs with some difficulties at low signal-to-noise ratio (SNR). In this regard, recently proposed methodologies for PQD detection estimate several parameters and apply distinct signal processing techniques to improve the detection of PQD. In this work, a novel methodology that merges empirical mode decomposition (EMD), the moments of a random variable, and an artificial neural network (ANN) is proposed for detecting and classifying different PQD. The proposed method estimates skewness, kurtosis, and Shannon entropy from the EMD of one-phase voltage/current signal. Then, an ANN is in charge of classifying the input signal into one of nine different classes for PQD, receiving these parameters as inputs. The effectiveness of the proposed method was verified through computer simulations and experimentation with real data. Obtained results demonstrate its high effectiveness reaching an outstanding 100% of accuracy in detecting and classifying all treated PQD through a few number of parameters, outperforming most of previously proposed approaches. Abstract: In electric power systems, there are always power quality disturbances (PQDs). Usually, noise contamination interferes with their detection and classification. Common methods perform frequency or time-frequency analyses on the power distribution signal for detecting and classifying a limited number of PQDs with some difficulties at low signal-to-noise ratio (SNR). In this regard, recently proposed methodologies for PQD detection estimate several parameters and apply distinct signal processing techniques to improve the detection of PQD. In this work, a novel methodology that merges empirical mode decomposition (EMD), the moments of a random variable, and an artificial neural network (ANN) is proposed for detecting and classifying different PQD. The proposed method estimates skewness, kurtosis, and Shannon entropy from the EMD of one-phase voltage/current signal. Then, an ANN is in charge of classifying the input signal into one of nine different classes for PQD, receiving these parameters as inputs. The effectiveness of the proposed method was verified through computer simulations and experimentation with real data. Obtained results demonstrate its high effectiveness reaching an outstanding 100% of accuracy in detecting and classifying all treated PQD through a few number of parameters, outperforming most of previously proposed approaches.
Introduction
Actual electric power distribution systems have abundant contents of disturbances of the supplied signal. These disturbances are induced by the continuous increment of non-linear loads; furthermore, power distribution systems can be affected by environmental conditions too [1] . Electric power disturbances produce malfunctioning of machinery and appliances with a consequent reduction of their lifetime. Standard regulations for quality control and reliability on the supplied electric signal are called power quality (PQ), and they are defined by various standards such as IEEE 1159-2009 [2] , IEC 61000 [3] and EN 50160 [4] . The most common electrical disturbances causing low PQ are interruptions, wave faults, voltage sag/swell, and harmonic distortion [3] . Electric supply networks require full attention and complex planning for maintaining an adequate PQ, and avoiding intensive operations induced by disturbances [5] . Each kind of disturbance can be generated by different conditions or defects in the electric network; for example, the source of voltage sags might be a short circuit, a motor starting-up, a transformer energizing, or reacceleration of a motor. Voltage sag phenomena in light sources has been an issue since the beginning of power distribution systems, and the problem grew rapidly because of the increase on the number of customers and power installations. For these reasons, it is necessary to detect and classify power quality disturbances (PQDs) to perform timely corrections and increase PQ in electric distribution systems.
The common method for PQD detection is to perform a frequency spectrum analysis on the power distribution signal [6] [7] [8] [9] [10] [11] , however, this method does not provide information on frequency distribution through time. On the other hand, there are few methodologies that consider time-frequency analysis allowing the detection and classification of two or more PQD [12] [13] [14] [15] [16] [17] [18] [19] [20] [21] [22] . For instance, in [23] , a research on voltage fluctuation and flicker measurement based on fast Fourier transform (FFT), is proposed. The approach implements a LabWindows/CVI virtual instrument utilizing C language programming for voltage measurement. In [24] , a technique for the extraction of fundamental and harmonic components in voltage/current signals using FFT and STFT is proposed. The approach plots the spectrum of the distorted signal utilizing MATLAB and classifies the disturbance as odd or even harmonic contamination. In [25] , the event detection performance of spectral kurtosis is introduced as a signal-separating tool in the frequency domain utilizing FFT. In [19] , a pattern recognition approach for current differential relaying of power transmission lines is proposed. This method uses energy-spectrum information obtained by a fast discrete S-transform for current differential protection on a transmission line fed from both ends. In [20] , a method based on the combination of binary classifiers and wavelet transform is proposed for PQD classification. The methodology is able to classify voltage sags/swells, harmonic distortions and interruptions. In [26] , a sag/swell detection algorithm is proposed based on WT. The algorithm is the hybrid combination of Daubechies wavelets of order 2 and order 8. An approach based on the combination of WT, covariance, linear Kalman filter, voltage signal features, and a fuzzy expert system is proposed in [22] for identifying and classifying interruptions, sags, and swells. Most of the approaches in the reviewed literature apply combined analyses to detect PQD utilizing different techniques. For instance, in [27] , a voltage waveform segmentation algorithm is proposed for sag detection. The algorithm uses the strength of the tensor concept for voltage signals, to generate a pattern of deformation in three-phase systems. A modification of the Kalman filter is proposed for adjusting the system to sudden changes. In [28] , an intelligent method that integrates discrete wavelet transform and hyperbolic S-transform for automatic detection of sags, swells, interruptions, harmonics, transients, and flickers is presented. The approach uses orthogonal forward selection by incorporating the Gram Schmidt procedure for extracting the best subset features, which are fed to different classifiers based on particle swarm optimization; then, obtained results are empirically compared. In [29] , a technique based on local non-linear relation and non-linear fuzzy functions is proposed to classify transient, sag, swell and harmonics. Non-linear Gaussian functions extract any change in the patterns of PQ events. The kinetic energy is found from fuzzy lattices expressed in the form of Schrödinger equation. The kinetic energy value embedded in a two-dimension space is used to distinguish PQ events. In [30] , a PQ prediction approach for the common coupling points between wind farms and the network is proposed. To obtain PQ data a trend analysis model is established, which incorporates a distance-based cluster analysis, probability distribution analysis based on polynomial fitting, pattern matching based on similarity, and Monte Carlo random sampling.
On the other hand, empirical mode decomposition (EMD) method was designed to decompose signals into components referred to as intrinsic mode functions (IMF) for studying and analyzing their instantaneous frequencies and amplitudes. Among the main advantages of EMD are the extraction of a reduced number of components in comparison to other techniques and its application to linear and nonlinear signals [31] ; hence several works have exploit the EMD features for PQD detection and classification [5, 32, 33] . For instance, in [34] , the merits of EMD technique are explored for PQD classification using S-transform and support vector machines SVM. Various indices such as energy, the spread of the instantaneous temporal energy density and deviation of the instantaneous temporal energy density are computed in order to identify a healthy condition and a line-to-ground or line to line to line faults. In [35] , power system faults classification using EMD and support vector machines is proposed. EMD is used for decomposing voltages of transmission line into IMF. Hilbert Huang transform is used for extracting characteristic features from IMFs. A multiple SVM model classifies the short circuit fault condition as single line to ground, line to line, and three phase faults. In [36] , EMD is applied for extracting features from non-linear, non-stationary, non-periodic electrical signals which along with the degree of coherence, the time-correlation and the periodicity from the original electric signal are able to characterize smart grids in the presence of strongly nonlinear loads and intermittent ones. In [37] , two EMD-based de-noising techniques are applied for PQ assessment. These de-noised signals are then subjected to Hilbert transform for feature extraction. Fuzzy product aggregation reasoning rule-based intelligent classifier is used for classification of sag, swell, harmonic, flicker, notch, spike, and transient faults. From the stated above, it is clear that recently proposed methodologies for PQD detection compute several parameters, which are processed through various techniques to detect from two to six PQD. However, it is clear that new PQ monitoring techniques are required to safely obtain useful and accurate data for understanding how PQ phenomena affects the power system and end-user equipment [2, 38] .
PQD detection and classification is an open research subject, where few new methods that select the most suitable features for PQD detection and classification have been proposed [32] . Hence, in this paper, a novel methodology for detecting and classifying PQD through minimum parameter estimation is proposed. Different from recently introduced methodologies in reviewed literature where PQD are detected by extracting several characteristics from the analyzed signal, which are processed by the combination of diverse techniques [39] [40] [41] . The introduced approach takes advantage of the EMD merits by extracting a reduced number of components from voltage/current signal to obtain the IMF, from which Entropy and the third and fourth central moments (i.e., kurtosis, and skewness) are obtained as classification parameters. An artificial neural network (ANN) is in charge of identifying different disturbances through the analysis of these statistical parameters. Results obtained by applying the proposed methodology on acquired data from computer models and real experimentations, demonstrate the high efficiency of the proposed approach, reaching an accuracy of 100% on detecting and classifying all treated PQD from voltage/current signals in the power supply network.
Theoretical Background

Empirical Mode Decomposition
The EMD extracts single components and symmetric components from non-linear and non-stationary signals by removing the lowest frequency information until only the highest frequency remains. The EMD separates a signal into so-called IMF, which are mono components containing a single frequency or a narrow band of frequencies. Huang [31] defined an oscillating wave as an IMF if and only if it satisfies the following two conditions:
For a data set, the number of extrema and the number of zero crossings points must be either equal or differ at most by one.
2.
The mean value of the envelope defined by the local maxima and the local minima must be zero at any point.
The algorithm for extracting an IMF is described below:
Step 1: The upper and the lower envelopes are constructed by connecting all the maxima and all the minima with cubic splines.
Step 2: Take the mean of the two envelopes m(t) and subtract it from the original signal x(t) to get a component h 1 (t) as:
Step 3: If h 1 (t) satisfies the two conditions above to be classified as an IMF; then, h 1 (t) is the first IMF; else, h 1 (t) is treated as the original function and steps 1 to 3 are repeated to get component h 11 (t) as:
Step 4: The above sifting process is repeated k times to comply with the two above conditions for IMF; then, h 1k (t) becomes the first IMF and it is known as IMF1. Separate IMF1 from x(t) and let it be r 1 (t) as:
Step 5: The signal r 1 (t) is now taken as the original signal, and steps 1 to 4 are repeated to obtain the second IMF (IMF2).
The above procedure is repeated n times so that n IMFs are obtained. The stopping criterion for the decomposition process is when r n (t) becomes a monotonic function from which no more IMF can be extracted. Figure 1 depicts the first 6 IMF of a sine signal with noise.
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Shannon Entropy
Shannon defined entropy as a measure of the average information contents associated with a random outcome [42] . Considering a random event Y with n possible outcomes y1, y2, y3, … yn, and every yi (i = 1, ..., n) has a probability p(yi); the information entropy H(Y) of a random event Y is given by:
If the total number of outcomes in the random event Y is N, the probability p(yi) is given by:
where ρi represent the incidence rate of each possible outcome yi and the total number of outcomes N is given as:
Skewness
The skewness (also known as the third central moment) for a normal distribution is zero, and any symmetric data should have a skewness near to zero. Negative values for skewness indicate that data are skewed left, whereas positive values indicate that data are skewed right. If the analyzed 
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If the total number of outcomes in the random event Y is N, the probability p(y i ) is given by:
where ρ i represent the incidence rate of each possible outcome y i and the total number of outcomes N is given as:
Skewness
The skewness (also known as the third central moment) for a normal distribution is zero, and any symmetric data should have a skewness near to zero. Negative values for skewness indicate that data are skewed left, whereas positive values indicate that data are skewed right. If the analyzed data are multi-modal, then the sign of the skewness might be affected. The skewness of a random event Y is defined as:
where µ and σ are the mean and standard deviation of Y, respectively.
Kurtosis
Kurtosis (also known as the fourth central moment) is a measure of whether the data are peaked or flat relative to a normal distribution. Data sets with high kurtosis tend to have distinct peak near to the mean, decline rather rapidly, and have heavy tails. Data sets with low kurtosis tend to have a flat top near the mean rather than a sharp peak. A uniform distribution would be the extreme case. The kurtosis of a random event Y is defined as:
Artificial Neural Networks
ANN are inspired by models of living neurons and network communication [43, 44] . A neuron is a node in an ANN that performs a nonlinear summing function to process information. Neuron connections (synaptic strengths) translate into weighting factors along the network interconnections. In ANN, these internal weights are adjusted during a "training" process, whereby input data along with corresponding desired or known output values are submitted to the network repetitively and, on each repetition, the weights are adjusted incrementally to bring the network output closer to the desired values. Specific neurons are dedicated to input or output functions, and others ("hidden layer") are internal to the network in a multi-layer perceptron (MLP) configuration for further information processing, as illustrated in Figure 2 . data are multi-modal, then the sign of the skewness might be affected. The skewness of a random event Y is defined as:
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Artificial Neural Networks
ANN are inspired by models of living neurons and network communication [43, 44] . A neuron is a node in an ANN that performs a nonlinear summing function to process information. Neuron connections (synaptic strengths) translate into weighting factors along the network interconnections. In ANN, these internal weights are adjusted during a "training" process, whereby input data along with corresponding desired or known output values are submitted to the network repetitively and, on each repetition, the weights are adjusted incrementally to bring the network output closer to the desired values. Specific neurons are dedicated to input or output functions, and others ("hidden layer") are internal to the network in a multi-layer perceptron (MLP) configuration for further information processing, as illustrated in Figure 2 . Figure 3 shows an ANN processing unit (neuron). Each unit is a nonlinear summing node S j defined by Equation (9) .
where w ij is the weighting factor from unit i to neuron j (j = 1, 2, . . . , 52), and α j is the activation value defined by: 
where ij w is the weighting factor from unit i to neuron j (j = 1, 2, …, 52), and j  is the activation value defined by:
Proposed Methodology
The proposed methodology is divided into two steps. The first step involves feature extraction from the voltage/current signal for PQD classification. The second step implicates the intelligent system (ANN) design. Feature extraction applies the EMD to obtain the first five IMF. The obtained functions are used for calculating the estimation parameters (Shannon entropy, skewness and kurtosis); hence, a total of 15 features are collected from the analyzed voltage/current signal; then, these features are forwarded to the designed ANN with nine output neurons; where, each one of them represents a treated PQD. The identification threshold for each disturbance is set at 0.75 in the activation function. The proposed methodology is shown in Figure 4 . 
Experimentation
A set of signals artificially obtained through computer models, and a set of experimentally obtained real signal are used to validate the proposed approach for PQD detection and classification. In this work, the studied cases are pure normal-class sinusoidal signals (hereafter pure sine), which can vary its amplitude within 10% of its ideal magnitude, and the PQD sags, swells, outage, harmonic contamination, sag with harmonics, swell with harmonics, high and low frequency transients.
Computer Simulation of PQD
In reviewed literature [17, 28, [39] [40] [41] 45, 46] , computer models of treated PQD are obtained by using parametric descriptions as shown in Table 1 , which provides the mathematical descriptions for the corresponding real-life phenomenon. Table 1 , A and ω are the amplitude and angular frequency of the signal, respectively. The u(t) function is known as Heaviside step function. It is worth noticing that in [41] classes D and E of the disturbances are considered as the same one; this is indicated with (*). On the other hand, [17] is the only work that considers disturbance H and I separately from other classes. The analyzed signal for each PQD was obtained by describing its corresponding mathematical definition, given in Table 1 , using MATLAB. The ANN training, validation and test were performed in MATLAB using the neural network toolbox. On the other hand, the parametric descriptions of PQD allow varying their features in a wide range; therefore, 300 signals for each PQD class, with different signal-to-noise ratio (SNR), were generated for training and validating the ANN. The signals were sampled at 20.48 KHz in 200 ms, contain a total of 4096 samples. This is the standard-defined basic window for PQ monitoring [2, 3] . The PQD signals are shown in Figure 5 .
The units for all treated signals are defined as per-unit (pu), so that the proposed methodology can be applied to any voltage/current range. In classes E, F and G, harmonic contamination is induced considering the first five harmonics; hence, the total harmonic distortion (THD) for each signal is given in Table 2 , with noise contamination in a range from 20 to 50 dB for each single-phase. Table 1 , for PQD detection and classification.
The units for all treated signals are defined as per-unit (pu), so that the proposed methodology can be applied to any voltage/current range. In classes E, F and G, harmonic contamination is induced considering the first five harmonics; hence, the total harmonic distortion (THD) for each signal is given in Table 2 , with noise contamination in a range from 20 to 50 dB for each single-phase. The treated cases of study in this paper consider just short-duration disturbances according to the IEC and IEEE standards (16.66 ms-150 ms, 110%-180% and 10%-90% in swell and sag) [47, 48] , this is depicted in Figure 6 . The probability that distribution signals in real power systems will be contaminated with noise is quite high [44, 46] ; therefore, Gaussian noise contamination at different SNR is considered in this work. The SNR is given as:
where Ps and Pn are the signal and noise power, respectively. Table 1 , for PQD detection and classification. The treated cases of study in this paper consider just short-duration disturbances according to the IEC and IEEE standards (16.66 ms-150 ms, 110%-180% and 10%-90% in swell and sag) [47, 48] , this is depicted in Figure 6 . . Signals obtained from the mathematical models described in Table 1 , for PQD detection and classification.
where Ps and Pn are the signal and noise power, respectively. The probability that distribution signals in real power systems will be contaminated with noise is quite high [44, 46] ; therefore, Gaussian noise contamination at different SNR is considered in this work. The SNR is given as:
where P s and P n are the signal and noise power, respectively.
EMD Estimation on Voltage/Current Signals
In all treated cases, the EMD algorithm is implemented through cubic-spline interpolation to calculate the upper and lower envelopes from local maximum and minimum, respectively, in voltage/current signals. A third-order polynomial f i (x) is used to describe a piecewise continuous curve for each interval [x-x i ], defined as:
where a i , b i , c i , and d i are spline coefficients and x i is the abscissa of the known values, for i = 1, 2, . . . , n´1. There are a total of n´1 intervals (with n´1 corresponding to polynomials f 1 (x), f 2 (x), . . . , f n´1 (x)) for n data points.
ANN Training
During the classification stage, the proposed EMD features (Kurtosis, Skewness and Entropy) are used as inputs to an ANN, which has an MLP architecture. The outputs from the ANN are the different treated PQD. The MLP structure and training parameters used in this study are given in Table 3 . Figure 7 shows a three-dimensional projection of the training set with the three considered features from the analyzed voltage/current signal. 
EMD Estimation on Voltage/Current Signals
In all treated cases, the EMD algorithm is implemented through cubic-spline interpolation to calculate the upper and lower envelopes from local maximum and minimum, respectively, in voltage/current signals. A third-order polynomial fi(x) is used to describe a piecewise continuous curve for each interval [x-xi], defined as:
where ai, bi, ci, and di are spline coefficients and xi is the abscissa of the known values, for i = 1, 2, …, n−1. There are a total of n−1 intervals (with n−1 corresponding to polynomials f1(x), f2(x), …, fn−1(x)) for n data points.
ANN Training
During the classification stage, the proposed EMD features (Kurtosis, Skewness and Entropy) are used as inputs to an ANN, which has an MLP architecture. The outputs from the ANN are the different treated PQD. The MLP structure and training parameters used in this study are given in Table 3 . 
Experimental Setup for PQD
The experimental setup to test the performance of the proposed method, considers real signals obtained from a Chroma Programmable AC Power Source model 61703 [50] . Some of the main features of this power source are that it generates a harmonic component pattern on voltage/current signal, short-duration voltage sags and swells on one single phase or the three phases, with intermittences in frequency and amplitude; in this way, being able to generate a wide variety of electric power disturbances that are produced by amplitude and phase deviations on three-phase power systems. Furthermore, to test nonlinear loads, a 5 KW rectifier circuit is designed, and a load requiring 3 KW is connected for a 27.23% THD. On the other hand, a 12-bit, 8-channel serial-output analog-to-digital converter ADC128S022 from Texas Instruments Inc. (Dallas, Texas, United States) is used in the data acquisition system (DAS) for acquiring the supplied voltage signal. The instrumentation system utilizes a sampling frequency f 0 = 20.48 KHz, obtaining 4096 samples. Figure 8 shows the instrumentation for voltage-signal acquisition.
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Results
The proposed method takes around 200 ms for computing IMF and extracting their corresponding features (i.e., information entropy, skewness, and kurtosis). The disturbance classification through ANN takes over 10 ms; hence, the PQD classification is performed in about 210 ms considering a 12-cycle analysis window as defined in the standards IEEE 1159-2009 [2] , and IEC 61000 [3] .
The effectiveness of the proposed methodology for PQD detection and classification is assessed in terms of four different sensitive metrics, as defined in:
where TP, TN, FP, and FN, are the true positive, true negative, false positive, and false negative rates, respectively, whose values are given as the occurrence of the correctly and incorrectly identified outcomes during a signal classification, positive (correctly classified) and negative (incorrectly classified) results [28] . Table 5 shows the performance of the proposed methodology during classification of different PQD in a voltage/current signal with noise contamination in a range from 20 to 50 dB. It is worth it to notice that the signals used for testing the proposed methodology through computer simulation are different from those used during the ANN training. In both sets, the signals under analysis were obtained by randomly varying all parameters (magnitude of the disturbance, period, position, etc.). Table 6 shows the performance of the proposed methodology during detection and classification of different PQD in real voltage/current signals obtained from the experimental test bed described in Section 3.4 in 50 trials for each class. It is noteworthy the high effectiveness of the proposed methodology for detecting and classifying different PQD in real voltage/current signals. 4.4. Discussion Table 7 summarizes a performance comparison of the proposed method against previous works in reviewed literature, through percentage of effectiveness. In [17, [39] [40] [41] , the PQD H and I in Table 1 are considered as the same disturbance; therefore, these two classes are not included in the comparison table. On the other hand, in [28] , just the overall percentage of effectiveness during PQD classification is reported. These figures were obtained from the best performance of the corresponding methodology [17, 28, [39] [40] [41] , considering the lowest SNR treated on each of them. From Table 7 , it is clear that the proposed methodology is able to correctly classify more different PQDs than any other method from the reviewed literature, using less features from the analyzed voltage/current signal. In three of the computer simulation cases, the proposed methodology reaches lower certainty during the classification of two PQD than some of the methods in reviewed literature; however, the proposed approach reaches a higher classification performance overall than any of the reported methods, and for those cases where the proposed methodology reaches lower certainty, the difference is not that significant. On the other hand, the proposed methodology extracts just three classification features from each of the five IMF to carry out the PQD identification; whereas, in [39] , a 10-level wavelet decomposition is performed on the voltage signal to extract 11 features from each decomposition; hence, 121 classification features are input to an SVM for categorizing seven different PQD. In [40] , one feature vector, with nine different characteristics obtained from an 8-level wavelet decomposition, is extracted using the voltage signal. The vector is used as an input to two ANN linked through an Inter-ART module to perform the PQD classification. In [41] , genetic algorithms are implemented to find the optimal number of classification features; which can go from 16 to 128 to perform the PQD classification. Furthermore, the proposed method reached an outstanding 100% of effectiveness detecting and classifying all treated PQD in real voltage/current signals; hence, outperforming previous methodologies in reviewed literature. From the stated above, the proposed methodology is able to identify more PQD by extracting less classification features from the voltage/current signal, offering a remarkable high certainty for detecting and categorizing PQD.
ANN Validation Results
Simulation Results
Experimental Results
Conclusions
Common methods for PQD detection perform a frequency analysis on the power distribution signal; others, consider time-frequency analysis for detecting and classifying a limited number of PQD; however, most of them present problems when analyzing signals with low SNR. Therefore, in this work a novel methodology is proposed for detecting and classifying PQD through EMD and minimum parameter estimation (Shannon entropy, skewness, and kurtosis) from one-phase voltage/current signals and ANN. From the obtained results, and an effectiveness analysis, it was demonstrated that the proposed approach achieves higher classification performance than any previously proposed method in the reviewed literature; detecting and identifying nine different PQD even under high noise contamination at 20 dB. This is confirmed by the results obtained from computer simulations, and backed up by experimentation on real data analysed through the proposed method, with a remarkable 100% effectiveness during PQD detection and classification for all treated cases, exceeding previously proposed approaches.
